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PARTIAL FIRST FLOOR PLAN - VENTILATION - DEMOLITION
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SCALE: 1/4" = 1’0"

KEY NOTES

— DEMOLITION:

1| REMOVE EXISTING SUPPLY/RETURN AIR DEVICES AND SAVE FOR
REINSTALLATION AS SHOWN ON NEW WORK PLAN.

2| EXISTING RETURN DUCTS SHALL REMAIN.

3| DISCONNECT AND REMOVE SUPPLY DUCT DOWNSTREAM OF VAV
BOX #107 & #108. NEW DUCTWORK SHALL BE PROVIDED AS

SHOWN ON NEW WORK PLAN.

4| EXISTING WALL LOUVER AND DRYER VENT DUCT SHALL BE
ABANDONED IN PLACE. CAP DRYER VENT DUCT.

5| REMOVE EXISTING RETURN AIR DEVICE AND CAP/SEAL OPENING
ON MAIN RETURN DUCT.

6 | REMOVE EXISTING RETURN AIR DUCT BACK TO MAIN.
TEMPORARILY CAP OPENING IN MAIN. SEE NEW WORK PLAN FOR

NEW DUCTWORK.
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